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Modelo E/S digitais da | E/S digitais max. | E/S analogicas
unidade basica da linha max.
FPQ 10, 14, 16 ou 32 152 4Ee 45
FP1 14,16, 24. 40, 56, 128 6Ee3S
ou 72
FP3 Controla ate 2048 1024 E/S
FP10SH Controla até 8196 4096 E/S
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Especificacdes da Unidade Principal ( CPU)

Modelo FPO-C10RS FPO-C14RS FPO-C16T I FPO-C32T I
FP0O-C14CRS FPO-C16CT FP0O-C32CT
Entradas digitais G 8 8 16
Saidas digitais 4 5] 8 16
Tipo de Saida Relé Transistor
Alimentacao 24VCC + 10%
Método de programacao Légica de relés
Método de controle Varredura ciclica
Memdria de programa EEPROM

Capacidade de programa

2720 passos | 5000 passos

Velocidade de operacao

0,9us/passo: instrucdes basicas

Instrucdes basicas 81

Instrucdes de alto nivel 104

Relés internos (R) 1008

Relés internos especiais (R) 64

Temporizador/Contador (T/C) 144

Registrador de dados (DT) 1660 palavras | 6144 palavras
Registradores especiais (DT) 70 palavras

Registradores de dados retentivos 16 palavras | 64 palavras
Registradores indexados (1X, I'Y) 2 palavras

MCR 32

Estagios de Step Leader 128

Labels (JMP, LOOP) 64

Subrotinas 16

Porta RS232 bidirecional Nao | Sim ( opcional )

Contador rapido

4 uma fase 10KHz total ; 2 duas fases 2KHz total

Saida de pulso

2 pontos { Y0.Y1) até 10KHz no total

Saida PWM

2 pontos ({ ¥0,¥1) até 26Hz com 0,1% de resolucio

Entradas de interrupcao

6

Entradas captura de pulso 8

Entradas analogicas Ate B

Saidas analdgicas Ate 3
1a128 ms

Tempo do filtro de entrada ajustavel




Especiticacoes das entradas

ltem
Tenséo de entrada estabelecida

Descricéo
24V CC + 10%

Impedancia da entrada

Aprox. 5,6K0

LIGADO tensaol/corrente

19.2 V ou menos / 3 mA

DESLIGADO tensdo/corrente

2.4V ou mais /1 mA

Impedancia de entrada

Aprox. 3kohms

Tempo de resposta LIG <-> DESL

2 ms (entrada normal)
100 us (X2 a X5)
50 us (X0 e X1)

Indicador

LED

Método de ligacao

Borne ( FPO-C10 e C14)
Conector IDC ( FP0O-C16 e C32)

Método de isolagdo Acoplador optico
Saida a transistor
| ltem | DE‘SCFiEaD |
Método de isolacao Acoplador optico

Tipo de saida

Transistor NPN coletor aberto

Motat

Tensdo de carga estabelecida

2162264V CC

Corrente de Inrush

0.3 A

Corrente de carga maxima

0.1 A/saida (a 24 V DC) , 1,6 A por comum

Tempo de resposta DESL -= LIG
LIG -> DESL

1 ms ou menos (YO /Y1 - 100 us)
100 us ou menos

Indicador

LED

Método de ligacao

Borne ( FP0O-C10 e C14)
Conector IDC ( FP0O-C16 e C32)

Mota 1 — Saida transistor PNP disponivel, substituir o “T" do cédigo pelo “P"
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Simbolo |Denominacao FP1-C14/16 FPO
FP1-C24 a C72
X Entradas X0 a X12F X0 a X12F
Y Saidas Y0 aVY12F Y0 aY12F
R Relés internos ou estados internos |R0 a R15F RO a R63F
™ Bobina do temporizador TMO a TM99 TMO a TM99
T Contato do temporizador T0aT99 T0aT99
CT Contador CT100a CT128 |CT100 a CT144
C Contato do contador C100a C128 C100 a C144
DT Registrador de dados (16 bits) DTO a DT256 DTOa DT1659
DTO a DT6143 (so
FPO-C32 e FP1-C56/72)
X, 1Y Ponteiros IXelY IXelY
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rl% " Cieates a new project

. ¢~ Opens a project from the PLC
! [only FP-SIGMA, FP2. FF25H. FP105H)

B” i~ Restores a backed-up project

ﬁ &+ Opens an existing project

ch additional

ok | Cancel




Creates a new or opens an existing projeckt i

I| Ly g th;ugnﬂ'l']-

P o progant ) tpac, 51
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T {* Creates anew project

@ " Openz a project from the PLC
u

E " Restores a backed-up project

~u ; ;
i " Dpenz an existing project

Search additional projects...
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Cancel




i & H 8- D[4S hfnd |

PU-'-W""‘“‘ 1
T ‘.#“,_-ﬂ;@enhh
s Tl
| _?'w, :
el 1 wkry
B ah.;_u[: pqwm.lm'm

Project File:

weumentsPanasonic-EW Control\FPWIN Pro 6\Project2.pro

PLC Type:

Select Project ...

FPO 10,0k T32

Define one Program (PRG):
MName:

Program_1

Language:

Function Block Diagram (FBD)
Instruction List

Seguential Function Chart {SFC)
Structured Text (5T)

7k C10,C14,C16

10,0k T3z

CreateProject | | Create Empty Project | |




|- o2 Project Object Edit Tools Online Monitor Debug Extras Window Help

sH&-Bksa n L
| Project2.pro x| | M5 Program_l |
[ Project [C:\Users\Adilson\Docume
- 538 PLC (FPO 5,0k C32,511)

QT‘ Libraries

- Tasks

...... B3 DUTs

g Global Variables

| Class | Identifier | Type | Initial | Comment

7] 0 | b
Project |95 Calltree |95 Used by |

COMI1 19200-8-1-0




W4 Project2pro - Control FPWI!

U2 Project Object Edit Tools Online Monitor Debug Extras Window Help

EEHE-ERke n

| Project.pro

|

@ Project [C:\Users\Adilson\Docume
- S8 PLC (FPO 5,0k €32,5L1)

%" Libraries

- Y Tasks

...... & DUTs

... g" Global Variables

...............................................

...............................................

-7 X
Ay mBle o |BRB e EEE /DR NNEAAR S P

O3 Program_1 | / 4 b x

Class Identifier |T1.rpe |Initia[ / |Cumment Tl

0 VAR )
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Project2.pro - Cantrol FPWIN Pra - The IEC 61131-3 Programming System - [Program 1] o B
U5 Project Object Edit Tools Online Monitor Debug Extras Window Help - B X
SH& - BRa Y EBo o RIEE s EEE S ZRNNmOAR e
| Project2.pro x| | O Program_1 | 4k X
[ Project [C:\Users\Adilson\Docume " —
G PLC (FPO 5,0k C32,511) Class Identifier [\Fyge m\| Comment -
% Libraries 0 VAR
@” Tasks 4| m
.35 DUTs
. @ Global Variables 1 AL AAAELE
- POUs o .J.J. - g} :
-0 {Program 1 (PRG)
2
' aﬂtmﬂpi!‘eﬁfheckh‘lﬁsagﬂ,
"""" =Program_1: Body > -
3 <o o .- - A [ <Program_1 (PRG, LD} >
<Program_1: Header =
0 errars

4 }

Minimize Dialog after Display

’ Show ]I - Error !! - Warning !| Cancel |




@ /{2} @) /@)
/ """ | 7| Program pér to start the motor

i1
i start_switch - error - start_motor
Pl il Is)
5 | Program part to stop the mator
error - start_motaor
| ' R
stinswitch
5 || Program part for operating time counter
start_ motor ‘pulse_1s- : ADD
- P EN ENO
-operating_time——
LN s T

i .

|~

operating_time

LD program, which includes a power rail and Boolean contac

Metwork info area with network number

Power rail

Metwork with Boolean contacts

4 Comment field

®lee

(5) | Programming window
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O Program_L |

ddEBos WHH EEIE | FRIIGmOIAE| § &

ISl Project [C-AProgrammetHAIS Cont
4535 PLC (FP-SIGMA,12k)

+f| Libramies

-4 Tasks

.3y DUTs

i 4" Global Yariables

= Poils

- =

1

1] | i

Cnlnqﬁe os contatos no Network 1
e especifique os enderecos.

" Rising Edge

1l

" Ealirg Edge

= Heset

Para os contatos normalmente fechados, dé um
duplo cliqgue no meio do simbolo e selecione

Negation

5] Project [T Caltres 95 Leedby |
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2) Cheque seu programa

i Compale\Check Messages

<Program_1: Body
N<Piogram_1 [PRG, LO)>
<Piogram_1: Head=
[] erog

1] |

[# Minimiza Dialog =fter Disglay

Show | Meut Ernar I P et W arning

Caoca] |
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